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RWP-1.A.12 (RECP H-3.C.6)
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T104.B.4T104.A.5T104.B.5T104.A.6T104.B.6T104.A.7T104.B.7
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T104.A.9 T104.B.8

RECEPTACLE CONTROLLER "H-3"

STA. 283+11, 96.4 LT

200A, 120/240V, 1}, 3W

SIGNAL MAST ARM)
(COMBINATION TRAFFIC

RWP-1.B.16 (RECP H-3.A.8)

RWP-1.A.11 (RECP H-3.D.8) RWP-1.B.12 (RECP H-3.D.3)

RWP-1.B.15 (RECP H-3.A.1)

RWP-1.A.15 (RECP H-3.B.4)

4" RGC, 68'

NOTE 5

RWP-1.B.13 (RECP H-3.D.6)

6.

5.

4.

3.

2.

1.

NOTES:

NOTE 4

NOTE 7

STA. 311+10, ON WALLNOTE 7

STA. 308+70, ON WALL

NOTE 7

STA. 306+30, ON WALL

NOTE 7

STA. 303+87, ON WALL

NOTE 4

ORLAND PARK CONTROLLER #3

NOTE 4

STA. 290+27, 110.3 LT

100A, 120/240V, 1}, 3W

NOTE 8

STA. 294+54, ON WALL

8.

7.

LIGHTING UNIT FOUNDATION ON WALL 016-Z004.

REFER TO STRUCTURAL DRAWINGS FOR DETAILS OF

MOUNTED LIGHTING UNIT INSTALLATION DETAILS.

SEE DRAWING E-44 FOR PROPOSED RETAINING WALL
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FOUNDATION DETAILS, UNLESS NOTED OTHERWISE.

SEE DRAWING E-46 FOR PROPOSED LIGHTING UNIT

SEE DRAWING E-47 FOR PROPOSED LIGHTING UNIT DETAILS.

LIGHTING PLAN.

SEE DRAWING E-10 FOR SOUTHWEST HIGHWAY UNDERPASS

UNDERPASS LIGHTING PLAN AND WIRING DIAGRAM.

CONNECTED TO CONTROLLER #3. SEE DRAWING E-9 FOR

SOUTHBOUND UNDERPASS LUMINAIRES SHALL REMAIN

SHALL BE PERMANENTLY CONNECTED TO CONTROLLER C115.

LUMINAIRES FOR MULTI-USE PATH & RAILROAD BRIDGES

BRIDGE ABUTMENTS. EXISTING NORTHBOUND UNDERPASS

CONDUCTORS IN CONDUIT BETWEEN MULTI-USE PATH

BEFORE REMOVING TEMPORARY 2-1/C #10 & 1/C #10 GND

CONTRACTOR TO DEENERGIZE EXISTING CONTROLLER #3

LAGRANGE ROAD AT APPROXIMATE STATION 270+00.

SOUTH OF 143rd STREET ON THE EAST SIDE OF

STREET LIGHTING CONTROLLER RWP-1 IS LOCATED

RECEPTACLE TO CONTROLLER H-3.

AT 15'-0" ABOVE GRADE ON LIGHTING UNIT. CONNECT

CONTRACTOR MUST INSTALL A 120V GFCI RECEPTACLE

GENERAL NOTES.

ABBREVIATIONS. SEE DRAWING E-2 FOR ELECTRICAL

SEE DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND

C115.B.9 (RECP R2)

C115.A.9 (RECP R1)

C115.B.8 (RECP R2) C115.A.8 (RECP R1) C115.B.7 (RECP R2) C115.A.7 (RECP R1)
C115.B.6 (RECP R2)

C115.A.6 (RECP R1)

DAD

WM

MAE

1"=50'

TEMPORARY LIGHTING PLAN: STAGE 1A

US-45 (LaGRANGE ROAD)

31 284+00 312+00

E-14

1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)


